
 

 

 

 
 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28630 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28630 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /3:35PM 

Sampling Point  
Block B Ground Floor Water 

Tank -01 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

25oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28631 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28631 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /3:40PM 

Sampling Point  
Block B Ground Floor Water 

Tank -02 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28632 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28632 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /3:50PM 

Sampling Point  
Block B  Roof Top Water Tank 

01 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28633 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28633 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /3:55PM 

Sampling Point  
Block B  Roof Top Water Tank 

02 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27.1oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28634 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28634 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /4:10PM 

Sampling Point  
Block B  Roof Top Water Tank 

03 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

26.8oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28635 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28635 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /4:15PM 

Sampling Point  
Block C  Roof Top Water Tank 

01 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

28oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28636 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28636 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /4:20PM 

Sampling Point  
Block C  Roof Top Water Tank 

02 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28637 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28637 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /4:30PM 

Sampling Point  Block D Roof Top Water Tank 
Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

26.8oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28638 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28638 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /4:40PM 

Sampling Point  
Block D Ground Floor Wash 

room DG 13 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tap Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

23oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28639 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28639 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /4:50PM 

Sampling Point  
Block A  Roof Top Water Tank 

01 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27.1oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28640 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28640 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /5:00PM 

Sampling Point  
Block A  Roof Top Water Tank 

02 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

26.8oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28641 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28641 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /5:10PM 

Sampling Point  
Block A  Roof Top Water Tank 

04 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28642 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28642 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /5:15PM 

Sampling Point  
Block A  Roof Top Water Tank 

05 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28643 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28643 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /5:20PM 

Sampling Point  
Block A  Roof Top Water Tank 

06 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27.1oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28644 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28644 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /5:25PM 

Sampling Point  
Block A   Ground Floor Main 

Water Tank 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

27oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28645 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28645 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /5:30PM 

Sampling Point  
Block A   Ground Floor Wash 

room AG35 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

26oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 



 

 

 

 

 

 

TEST REPORT         

Client Name 
EFS Facilities Management 

Services LLC 
Report No ACE-25-R-28646 

Attention Person Mr. Chandra shekhar Sample No ACE-25-S-28646 

Address & Location 
3rd Floor, Bldg#1, Makateb 16, 

Dubai Production City 

Date Reported 
24/11/2025 

Sample Certificate No 5101 

Sample Description Water Sampling Date / Time 11/11/2025 /5:45PM 

Sampling Point  
Block A   Grojund Floor Wash 

room AG 10 

Sample Received Date / 

 Time/ Temp °C 

11/11/2025 / 

6.30 AM/ 24oC 

Sample Location 
Gems Our Own English 

SCHOOL (OOS)-Sharjah 

Date(s) Tested 12/11/2025-22/11/2025 

Source of Sample Tank Sampling Method ACE-MB-SOP-12 

Onsite Treatment/Preservation 

of Sample 
24oC 

Sample Collected By ACE Rep 

Sample Container 1× 1LPB 
Sample Onsite  

Temperature °C 

25.8oC 

Client Reference NP Sample Appearance Clear 

                                           LEGIONELLA ANALYSIS OF WATER 

   

         Signed for and on behalf of ACE Laboratories Sole proprietorship LLC  

 
 

 

 

Mr. Dinesh Thanikachalam 

Laboratory Assistant Manager  

Results relate only to the item tested. 

This report shall not be reproduced except in full, without written approval of the laboratory.  

                                         

                                                                -End of Report-      R-W-O1 Issue: 1; 05-11-2023 Rev:01; 03-04-2025 

PARAMETERS METHODS UNITS LIMITS RESULTS 

LEGIONELLA ANALYSIS  

Legionella   ISO 11731:2017 E  

(Matrix A; Procedure 5) 

CFU/Litre <1 <1 

IDENTIFICATION 

Legionella Species ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 1 

ISO 11731:2017 E - - Absent 

Legionella pnuemophila  

sero group 2 - 14 

ISO 11731:2017 E - - Absent 

Remarks The sample meets Department of Energy Water Quality Regulations (6th Edition/ 

DoE/PD/R03/001 Effective date:01/01/2025) requirements for potable water with respect to 

the above tests only. 

Test Method Variation None 

Keywords CFU: Colony Forming Unit, ISO: International Organization for Standardization, DoE: 

Department of Energy, NP: Not provided. Culture Media: BCYE Agar 

Test Performed By (Emp ID) 17 

Report Prepared By (Emp ID) 22 

The above test results are only applicable to the sample(s) referred above. 


